Clarification #1
Tohill Theater
Dust Collector Project
Rowan University
Glassboro, New Jersey
RU No.: IFB 14-63
L&G No.: 13266.05
15 April 2014

General

1. All equipment indicated on the documents is to be purchased and installed by the contractor.

Drawing FP-1

1. Under Scope of Work revise note #2 to read as follows; “Install sprinklers every 10 feet along the duct and at 5 feet from ends and turns in duct. See detail this sheet, install heads at risers and either side of the duct mounted Fenwal Proflap + explosion proof isolation valve (isolation valve furnished and installed by the Mechanical Contractor)

END OF CLARIFICATION NO. 1

Signature______________________________________________